The number of Stationary Battery Systems (SBS) connected to various power distribution networks across the world has increased drastically. The increase in the integration of renewable energy sources is one of the major contributors to the increase in the number of SBS. SBS are also used in other applications such as peak load management, load-shifting, voltage regulation and power quality improvement. Accurately modeling the charging/discharging characteristics of such SBS at various instances (charging/discharging profile) is vital for many applications. Capacity loss due to the aging of the batteries is an important factor to be considered for estimating the charging/discharging profile of SBS more accurately. Empirical modeling is a common approach used in the literature for estimating capacity loss, which is further used for estimating the charging/discharging profiles of SBS. However, in the case of SBS used for renewable integration and other grid related applications, machine-learning (ML) based models provide extreme flexibility and require minimal resources for implementation. The models can even leverage existing smart meter data to estimate the charging/discharging profile of SBS. In this paper, an analysis on the performance of different ML approaches that can be applied for lithium iron phosphate battery systems and vanadium redox flow battery systems used as SBS is presented for the scenarios where the aging of individual cells is non-uniform.
Introduction
Leon Walker's research in the field of Stationary Battery Systems (SBS) has shown that, in comparison with the batteries used for consumer and automotive applications, the market share of SBS is significantly lower [1] . However, there is a steady increase in the total installed capacity of SBS, which in 2023 is expected to reach a market value of approximately USD 13 billion [2] . Primarily, SBS can be categorized into three major areas: renewable energy, auxiliary services for the grid distribution networks is largely attributed to the policies for climate change in various countries across the world, and Singapore is one such country. Because of several initiatives taken to counterbalance rapid climate change, there is a significant increase in integration of different intermittent renewable energy sources like solar photo-voltaics (PVs). Singapore, for instance, is one of the cities where solar PV integration into the distribution network has seen a prolific growth in recent years [3, 4] . Also, there have been tenders released by the Singaporean government in favor of increasing the installation of solar PVs to public sector buildings and various Housing Development Board blocks across the city in 2016, and by 2020 the government aims to obtain a solar PV capacity of 350 MWp [3] .
Large-scale integration of such intermittent renewable energy sources would have negative impacts on the distribution network's stability and reliability [5] [6] [7] [8] [9] [10] . Thus, for such cases, SBS can be used as a buffer which will considerably reduce power output variability along with improving stability and reliability [11] [12] [13] . In addition, SBS can also provide other benefits for utilities, including peak load management, load-shifting applications (peak shaving and valley filling), voltage regulation and power quality improvement [14] . The Energy Market Authority of Singapore and Singapore Power jointly launched the "Energy Storage Programme" [15] to evaluate utility-scale energy storage systems (ESS) for such applications. Furthermore, there is also a significant contribution from other type of distributed storage in electrical appliances that use solar energy, like refrigerators, air conditioners, and lighting fixtures. Introduction of distributed storage systems like Tesla's Powerwall and use of the second life of automotive batteries [16] for reducing energy costs will contribute considerably to an increase in the installed capacity of SBS. Generally, the operation of the SBS is done consecutively as a source and load while functions such as load shifting are being executed. Hence, there are variations on the charging/discharging profile of storage devices that are completed under different parameters like initial state of charge (SOC), final desired SOC, storage device type and charging/discharging cycles (corresponds to capacity loss). Accurately determining the charging/discharging profiles of such storage devices connected to a distribution network will enable various energy management applications such as maximum demand prediction, load scheduling and demand response management.
Need for Predicting the Charging/DischargingPprofile
Consider an SBS with 24 kWh battery energy capacity and 48 kW power capacity for a typical roof top PV of 70 kWpeak (size of the SBS is not considered in this scope). The difference between charging/discharging power available due to the intermittency of solar PV and the actual charging/discharging profile of the SBS due to the limitations imposed by constant current (CC) and constant voltage (CV) regions are shown in Figure 1 . It is evident from Figure 1 that it is crucial to determine the charging/discharging profiles accurately. The calculations for PV power are shown in Appendix A, and it is assumed that the PV power should be maintained at the average power generated over the day. 
Literature Review
The charging of SBS is a non-linear process and changes regularly due to the change in chemical composition of the device [17, 18] . Capacity loss due to the aging process is an important factor that affects the charging profiles of any SBS [17, 18] . There are numerous aging models available in the literature, and the authors have studied the impact of various parameters such as charge/discharge rate, depth of discharge, temperature and calendar aging [19] . The authors of [17, 18, [20] [21] [22] have studied the aging process of lithium ion and vanadium flow batteries using empirical and physical models. The aging model proposed in [18] for a lithium iron phosphate (LFP) battery was based on accelerated aging, and it is used as a reference model in this paper. The aging model proposed in [23] for a vanadium redox flow battery (VRB) was based on fixed aging and is used as reference model in this paper. The models can be utilized for determining the capacity fade and could be combined with the charging power/current model proposed in [24] to determine the theoretical charging power/current of the whole charging process of any SBS. However, the constants derived based on the accelerated ageing process depend on various operating parameters such as temperature, usage pattern, location of the device, etc., so the parameters would vary among the cells in the same battery pack. SBS deployed in smart grids have the inherent advantage that power/current consumption data is continuously monitored, and in such cases machine-learning (ML) based modeling could be used to determine the charging/discharging profiles of SBS [24, 25] (a black box approach). However, it is to be noted that generally an SBS is built connecting large number of individual cells in a series/parallel combination and the aging process of such cells is usually non-uniform [26] . Hence, any black box modeling approach should be capable of capturing the changes in such abnormalities due to non-uniform aging process. Though, ML approaches are used for modeling battery cells [27] [28] [29] , an evaluation of the performance for identifying non-uniform aging of cells at the pack level has not been carried out.
In this paper, ML models based on Artificial Neural Networks (ANN) and Ensemble Learning methods are used to determine the charging/discharging profiles of SBS in which the aging of individual cells are non-uniform. Performance evaluations are carried out for the cases where the aging of individual cells are not uniform. It is to be noted that the contribution of the paper pertains to the approaches used for determining the charging/discharging profile or load demand of SBS and the analysis of the performance rather than the ML models. Leveraging the existing data is an important aspect that would add value to the smart grid infrastructure. To summarize the contributions of this paper, we study the application and comparison of different types of ML models that can be used for SBS and analyze the performance of the models under scenarios where the aging of individual cell is non-uniform. The architecture of the proposed system is presented in Figure 2 for a typical PV application. 
The charging of SBS is a non-linear process and changes regularly due to the change in chemical composition of the device [17, 18] . Capacity loss due to the aging process is an important factor that affects the charging profiles of any SBS [17, 18] . There are numerous aging models available in the literature, and the authors have studied the impact of various parameters such as charge/discharge rate, depth of discharge, temperature and calendar aging [19] . The authors of [17, 18] and [20] [21] [22] have studied the aging process of lithium ion and vanadium flow batteries using empirical and physical models. The aging model proposed in [18] for a lithium iron phosphate (LFP) battery was based on accelerated aging, and it is used as a reference model in this paper. The aging model proposed in [23] for a vanadium redox flow battery (VRB) was based on fixed aging and is used as reference model in this paper. The models can be utilized for determining the capacity fade and could be combined with the charging power/current model proposed in [24] to determine the theoretical charging power/current of the whole charging process of any SBS. However, the constants derived based on the accelerated ageing process depend on various operating parameters such as temperature, usage pattern, location of the device, etc., so the parameters would vary among the cells in the same battery pack. SBS deployed in smart grids have the inherent advantage that power/current consumption data is continuously monitored, and in such cases machine-learning (ML) based modeling could be used to determine the charging/discharging profiles of SBS [24, 25] (a black box approach). However, it is to be noted that generally an SBS is built connecting large number of individual cells in a series/parallel combination and the aging process of such cells is usually non-uniform [26] . Hence, any black box modeling approach should be capable of capturing the changes in such abnormalities due to non-uniform aging process. Though, ML approaches are used for modeling battery cells [27] [28] [29] , an evaluation of the performance for identifying non-uniform aging of cells at the pack level has not been carried out.
Models for Simulating Charging/Discharging Profiles

Lithium Iron Phosphate Batteries
The capacity fade model for LFP batteries proposed in [18] and charging power model proposed in [24] are given below in Equations (1)- (4),
where C f ade,k represents the capacity fade (%) of kth cell, Ah av represents the average Ah/SOC of the SBS during the current cycle, Cd is the cycle depth or depth of discharge of the current cycle, φ k is constant which can used to realize non-uniform capacity fade among different cells and Nc is the number of cycles. The charging current in the CC mode is given by
where I n is the current supplied at any instant (negative value is used for discharging), I cc is the current required in CC mode, W is a pseudo-random integer variable uniformly distributed over an interval [0, 1] , η is the converter efficiency (considered as 0.95) and n is any instant in the charging process.
W is used as a parameter with which the variability introduced by the power electronic converters employed for charging/discharging the SBS can be realized. The charging current in CV mode is given by
where I slope is the slope of current decrement which can be calculated using time required for CV mode. The increment in Ah is calculated using the equation below,
where Ah new is the increase in Ah or energy stored, Ah old is the before supplying I n , I 1C is the current requirement for charging the battery at the rate of 1C It is to be noted that all the currents mentioned are on the AC side. The impact of having different values for φ with a 60 Ah LFP cell is shown in Figure 3 ; the cycle depth Cd is considered constant at 80%. It can be observed that when the value of φ is changed from 0.25 to 2.5 the number of cycles changes from 71 to 3648. Hence, the value of φ can be used to simulate non-uniform aging of cells. The specifications of the LFP cell used are given Table 1 . The charging profiles of the SBS (LFP) are shown for the 50th, 550th, 1050th and 1550th cycles in Figure 5 . A constant current charging/discharging (1C) is assumed for the simulation. The charging process is stopped once any one of the cell reaches its 100% Ah capacity and the discharging process is stopped once any one of the cell reaches 20% Ah capacity. It is to be noted that the capacity fade due to the cyclic effect is considered in each cycle and the cells are updated correspondingly. The effect of having non-uniform aging among cells can be seen in Figure 5 . It can be observed that there is a significant reduction in the time required for completing the CV region with an increase in the number of cycles. This is because, with an increase in number of cycles, the capacity of the SBS decreases, as does the energy required in the CV region. However, the converters are designed to charge the SBS with the value of current irrespective of its age. Thus, higher current supplied from the converter and lower energy requirements result in a reduction of the time required for completing the CV region. A SBS consisting of 125 SP-LFP60AHA(A) cells is considered for the evaluation. Non-uniform aging is assigned for the cells; for example in scale 1, the 63rd cell is assumed to have minimum aging with φ k = 2.25 and the 1st cell and 125th cell have maximum aging with φ k = 2.15. Similarly, the values of φ k are varied between 1.0 and 2.25 and the value of φ k for different cells under both the scales are shown in Figure 4 . Scale 1 represents a lower non-uniformity among the cells whereas scale 2 represents a higher non-uniformity. The charging profiles of the SBS (LFP) are shown for the 50th, 550th, 1050th and 1550th cycles in Figure 5 . A constant current charging/discharging (1C) is assumed for the simulation. The charging process is stopped once any one of the cell reaches its 100% Ah capacity and the discharging process is stopped once any one of the cell reaches 20% Ah capacity. It is to be noted that the capacity fade due to the cyclic effect is considered in each cycle and the cells are updated correspondingly. The effect of having non-uniform aging among cells can be seen in Figure 5 . It can be observed that there is a significant reduction in the time required for completing the CV region with an increase in the number of cycles. This is because, with an increase in number of cycles, the capacity of the SBS decreases, as does the energy required in the CV region. However, the converters are designed to charge the SBS with the value of current irrespective of its age. Thus, higher current supplied from the converter and lower energy requirements result in a reduction of the time required for completing the CV region. The charging profiles of the SBS (LFP) are shown for the 50th, 550th, 1050th and 1550th cycles in Figure 5 . A constant current charging/discharging (1C) is assumed for the simulation. The charging process is stopped once any one of the cell reaches its 100% Ah capacity and the discharging process is stopped once any one of the cell reaches 20% Ah capacity. It is to be noted that the capacity fade due to the cyclic effect is considered in each cycle and the cells are updated correspondingly. The effect of having non-uniform aging among cells can be seen in Figure 5 . It can be observed that there is a significant reduction in the time required for completing the CV region with an increase in the number of cycles. This is because, with an increase in number of cycles, the capacity of the SBS decreases, as does the energy required in the CV region. However, the converters are designed to charge the SBS with the value of current irrespective of its age. Thus, higher current supplied from the converter and lower energy requirements result in a reduction of the time required for completing the CV region. 
Vanadium Redox Flow Batteries (VRB)
The capacity fade model for VRB proposed in [23] is used in this paper as the reference model; it is given in Equation (5).
where k fade C , represents the capacity fade (%) of kth cell. Cd is the cycle or depth of discharge of the current cycle depth, k  is constant which can used to realize non-uniform capacity fade among different cells. The charging current equation is same as Equation (2). As the CV region is usually not required for VRB, cc I is used for the whole charging period as well as the discharging period. The value of k  is varied between 1 and 1.67, similar to the case of LFP and is shown in Figure 6 . The charging profiles of the SBS (VRB) are shown for the 1000th, 2500th, 4000th and 5500th cycles in Figure 7 . A constant current charging/discharging (1C) is assumed for the simulation. The charging process is stopped once any of the cells reaches its 100% Ah capacity, and the discharging process is stopped once any of the cells reaches 20% Ah capacity. It is to be noted that the capacity fade due to the cyclic effect is considered in each cycle and the cells are updated correspondingly. The effect of having non-uniform aging among cells can be visualized from Figure 7 . Since VRB can be charged with constant current until 100%, the phenomenon described in LFP (reduction in time required for CV region) is not observed in the case of VRB. 
where C f ade,k represents the capacity fade (%) of kth cell. Cd is the cycle or depth of discharge of the current cycle depth, φ k is constant which can used to realize non-uniform capacity fade among different cells. The charging current equation is same as Equation (2). As the CV region is usually not required for VRB, I cc is used for the whole charging period as well as the discharging period. The value of φ k is varied between 1 and 1.67, similar to the case of LFP and is shown in Figure 6 . 
where k fade C , represents the capacity fade (%) of kth cell. Cd is the cycle or depth of discharge of the current cycle depth, k  is constant which can used to realize non-uniform capacity fade among different cells. The charging current equation is same as Equation (2). As the CV region is usually not required for VRB, cc I is used for the whole charging period as well as the discharging period. The value of k  is varied between 1 and 1.67, similar to the case of LFP and is shown in Figure 6 . The charging profiles of the SBS (VRB) are shown for the 1000th, 2500th, 4000th and 5500th cycles in Figure 7 . A constant current charging/discharging (1C) is assumed for the simulation. The charging process is stopped once any of the cells reaches its 100% Ah capacity, and the discharging process is stopped once any of the cells reaches 20% Ah capacity. It is to be noted that the capacity fade due to the cyclic effect is considered in each cycle and the cells are updated correspondingly. The effect of having non-uniform aging among cells can be visualized from Figure 7 . Since VRB can be charged with constant current until 100%, the phenomenon described in LFP (reduction in time required for CV region) is not observed in the case of VRB. The charging profiles of the SBS (VRB) are shown for the 1000th, 2500th, 4000th and 5500th cycles in Figure 7 . A constant current charging/discharging (1C) is assumed for the simulation. The charging process is stopped once any of the cells reaches its 100% Ah capacity, and the discharging process is stopped once any of the cells reaches 20% Ah capacity. It is to be noted that the capacity fade due to the cyclic effect is considered in each cycle and the cells are updated correspondingly. The effect of having non-uniform aging among cells can be visualized from Figure 7 . Since VRB can be charged with constant current until 100%, the phenomenon described in LFP (reduction in time required for CV region) is not observed in the case of VRB. 
Machine-Learning (ML) Approaches
ML approaches for modeling charging/discharging profiles are attractive because the default capabilities required for implementing ML algorithms are usually a part of the energy management systems (EMS). The capabilities required for implementing ML models are smart meter/sensor data, high volume of data storage, and powerful data analytic tools. ML approaches are flexible, requires minimal resources, adaptive to any of the changes in the system. Modeling can be carried out based on the extent of data available and is relatively less complex. Various ML tasks such as pattern recognition, clustering and classification are suitable for modeling the charging/discharging profiles of SBS.
Model Based on an Artificial Neural Network with Feed-Forward Network and Back-Propagation as Training Algorithm
An ANN-based fitting model consisting of one input layer, a hidden layer and an output layer (feed-forward network) can be used for modeling the charging/discharging behavior of an SBS. The feed-forward network is designed with a sigmoid activation function for hidden neurons and linear activation function for output neurons. This is a standard network, which has the capability to fit multi-dimensional mapping problems arbitrarily well. However, consistency of the data and the sufficiency of neurons in hidden layer play a critical role. In this paper, the network is trained using the Bayesian regularization algorithm. This algorithm typically takes more time (~20 s in this case), but can result in good generalization for difficult, small or noisy data sets. Training stops based on adaptive weight minimization (regularization). The number of hidden neurons is considered as 10. The structure of the network used is shown in Figure 8 . 
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Machine-Learning (ML) Approaches
Model Based on an Artificial Neural Network with Feed-Forward Network and Back-Propagation as Training Algorithm
An ANN-based fitting model consisting of one input layer, a hidden layer and an output layer (feed-forward network) can be used for modeling the charging/discharging behavior of an SBS. The feed-forward network is designed with a sigmoid activation function for hidden neurons and linear activation function for output neurons. This is a standard network, which has the capability to fit multi-dimensional mapping problems arbitrarily well. However, consistency of the data and the sufficiency of neurons in hidden layer play a critical role. In this paper, the network is trained using the Bayesian regularization algorithm. This algorithm typically takes more time (~20 s in this case), but can result in good generalization for difficult, small or noisy data sets. Training stops based on adaptive weight minimization (regularization). The number of hidden neurons is considered as 10. The structure of the network used is shown in Figure 8 . The equations governing the model are given by
H f is the output of hidden layer where W 1,i is the weight of i th hidden neuron and b 1,i is its corresponding bias. O f is the output of output layer (predicted current) where W 2,i is the weight and b 2,i is its corresponding bias. The inputs required are obtained from previous charging profiles.
Model Based on Ensemble Learning (Least Square Boosting)
Ensemble learning is a type of machine learning process in which multiple learning algorithms are used to obtain a better prediction superior to the results obtained by using of any of the individual constituent learning algorithms alone. In the boosting method, the ensemble is built incrementally; emphasis is given to instances where training using previous models resulted in a mis-classification. Boosting yields better accuracy compared to bagging in some cases, although it is likely to over-fit the training data. The least square boost is used for the proposed application. In this method, the difference between the output obtained and the aggregated prediction of all learners in the previous steps is fitted with the new learner. "Tree" type learners are used and the number of weak learners is considered to be 100. The structure used is shown in Figure 9 . The equations governing the model are given by
F (m+1) (x) is the model/predictor at the current iteration, F m (x) is the model/predictor at the previous stage (x is the Ah and F (m+1) (x) is the predicted charging current). It can be observed from the above equations that the accuracy of the model is improved at each iteration by fitting the residual from the previous iteration. The inputs required are obtained from previous charging profiles. is its corresponding bias. The inputs required are obtained from previous charging profiles.
is the model/predictor at the current iteration,
is the model/predictor at the previous stage ( x is the Ah and
is the predicted charging current). It can be observed from the above equations that the accuracy of the model is improved at each iteration by fitting the residual from the previous iteration. The inputs required are obtained from previous charging profiles. 
Simulation Results and Discussion
Lithium Iron Phosphate Batteries
The charging and discharging of the battery pack with '125' SP-LFP60AHA(A) cells is simulated for uniform aging, non-uniform aging under scale 1 and scale 2 of Figure 4 until the capacity of any one cell reaches 80% of its original value. The prediction of charging is carried out for 50th, 550th, 1050th and 1550th cycle using both the ML models for all three cases. The results for charging profiles predictions are presented in Figures 10-12 . In the Figures 10-12 , the actual curve represents the simulated profile (indicated in blue) and the other two curves represent the predicted charging profile. The prediction is carried out for the whole charging period for all the cycles presented in the paper. The prediction of discharging is carried out for 50th and 1550th cycle (uniform aging and Scale 1), and the results are presented in Figure 13 . The negative sign for current indicates discharging. From  Figures 10-12 , it is evident that ANN generates a better prediction for the complete charging period. The performance of ensemble learning model is similar to ANN in the CC region, however, the error increases in the CV region. ANN provides a better performance in the CV region. It is also to be noted that the error of both the models not only increases with aging/number of cycles but also with the increase in non-uniformity in the aging of the cells. Furthermore, the ensemble learning model suffers from over fitting in few cases and cab be clearly observed in 50th cycle of Figure 12 . 
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The charging and discharging of the battery pack with '125' SP-LFP60AHA(A) cells is simulated for uniform aging, non-uniform aging under scale 1 and scale 2 of Figure 4 until the capacity of any one cell reaches 80% of its original value. The prediction of charging is carried out for 50th, 550th, 1050th and 1550th cycle using both the ML models for all three cases. The results for charging profiles predictions are presented in Figures 10-12 . In the Figures 10-12 , the actual curve represents the simulated profile (indicated in blue) and the other two curves represent the predicted charging profile. The prediction is carried out for the whole charging period for all the cycles presented in the paper. The prediction of discharging is carried out for 50th and 1550th cycle (uniform aging and Scale 1), and the results are presented in Figure 13 . The negative sign for current indicates discharging. From Figures 10-12 , it is evident that ANN generates a better prediction for the complete charging period. The performance of ensemble learning model is similar to ANN in the CC region, however, the error increases in the CV region. ANN provides a better performance in the CV region. It is also to be noted that the error of both the models not only increases with aging/number of cycles but also with the increase in non-uniformity in the aging of the cells. Furthermore, the ensemble learning model suffers from over fitting in few cases and cab be clearly observed in 50th cycle of Figure 12 . It is to be noted that since CC discharging is used and since there is no CV region while discharging, a superior performance is observed for the case of discharging profile prediction as observed from Figure 13 . Higher accuracy in the prediction of discharging profiles can be attributed to the absence of non-linearity, as in the case of charging profiles. Furthermore, the performance of the ensemble learning model is better than ANN in predicting the discharging current, as ANN usually has a small error at the end of the discharging profile. An important observation is that with both the methods there is a fixed error at the extreme end of the Ah, i.e., 100% Ah (while charging) and 20% Ah (while discharging).
Vanadium Redox Flow Batteries
The charging and discharging of a battery pack with 125 cells is simulated for uniform aging and non-uniform aging as shown in Figure 6 until the capacity of any one cell reaches 80% of its original value. The prediction of charging profile is carried out for the 1000th and 6000th cycles using both the ML models for uniform and non-uniform aging. The prediction results are presented for charging in Figure 14 ; however, owing to symmetry for the results, discharging is not presented. The performance of the ML algorithms both in predicting charging and in discharging profiles is similar to that of discharging cases in LFP. This is due to the fact that no non-linear charging/discharging is considered (or practiced) for VRB. It is to be noted that since CC discharging is used and since there is no CV region while discharging, a superior performance is observed for the case of discharging profile prediction as observed from Figure 13 . Higher accuracy in the prediction of discharging profiles can be attributed to the absence of non-linearity, as in the case of charging profiles. Furthermore, the performance of the ensemble learning model is better than ANN in predicting the discharging current, as ANN usually has a small error at the end of the discharging profile. An important observation is that with both the methods there is a fixed error at the extreme end of the Ah, i.e., 100% Ah (while charging) and 20% Ah (while discharging).
The charging and discharging of a battery pack with 125 cells is simulated for uniform aging and non-uniform aging as shown in Figure 6 until the capacity of any one cell reaches 80% of its original value. The prediction of charging profile is carried out for the 1000th and 6000th cycles using both the ML models for uniform and non-uniform aging. The prediction results are presented for charging in Figure 14 ; however, owing to symmetry for the results, discharging is not presented. The performance of the ML algorithms both in predicting charging and in discharging profiles is similar to that of discharging cases in LFP. This is due to the fact that no non-linear charging/discharging is considered (or practiced) for VRB. 
Impact of Sample Size and Other Model Parameters
In all the above simulations, a sample size of one sample/minute is used, and with the increase in sample size the accuracy also increases. The prediction results with increased sample size i.e., one sample/second is shown in Figure 15 for the 1000th, 2500th, 4000th and 5500th cycles under nonuniform aging. It can be observed that the accuracy is significantly improved as compared to sample size of one sample/minute. For ANN training, since more data is available, Levenberg-Marquardt back propagation is used as the training algorithm in place of Bayesian Regularization algorithm. The number of hidden neurons is increased to 20. In the case of ensemble learning, bagging is used instead of least square boosting. "Tree" type learners are used and the number of weak learners is maintained at 100. It can be inferred from Figure 15 that ANN generates more reliable predictions in all the cases, whereas boosting or bagging results in over fitting on some cases (similar to the case of Figure 12 ). However, it should be noted that the training time/prediction time depends on the sample size, algorithm and the parameters chosen for the algorithm. For example, Figure 16 shows the normalized CPU cost (training time) as a function of sample size in a typical case; for both ANN and Ensemble learning methods. A linear increase in the CPU cost can be observed for both the methods, however, the rate of change is different. Optimal sample size should be selected based on the EMS's capabilities and the size would differ from case to case. Furthermore, the training algorithms and the sample size issue are applicable for VRB based SBS as well as LFP based SBS. The fixed error at the extreme end of the Ah i.e., 100% Ah (while charging) and 20% Ah (while discharging) can be eliminated with saturation blocks or any other data post processing and can be handled by the EMS. The effect of using saturation block is demonstrated in Figure 17 for the 5500th cycle of Figure 15 . 
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Materials and Methods
Matlab 2014a was used for all the simulations and all the computer code associated with the publication is available to readers (after acceptance). Machine learning toolbox and ANN tool box of Matlab 2014a were the tools used for modeling. Inter (R) Core(TM) 2 Duo with 4GB memory (RAM) was used for simulations.
Conclusions
An analysis of the performance of different ML approaches that can be applied for LFP batteries and VRB used as SBS was presented in this paper. The charging/discharging profiles of the SBS were predicted using ANN and ensemble learning methods for various scenarios (50th to 1550th cycle in case of LFP and 1000th to 6000th in case of VRB) where the aging of individual cells is either uniform or non-uniform. In the case of LFP, non-uniformity under two scales ( k  = 2 to 2.25 and k  = 2 to 2.15) was studied, whereas in the case of VRB, only one scale ( k  = 1 to 1.67) was studied. It was observed that the accuracy of ML approaches was not significantly affected by aging and the scale of non-uniformity of the aging process. However, the accuracy depends on the sample size used and the error is usually observed at the last few (3-5) samples irrespective of the sample size. It was also deduced that increasing the sample size would increase the accuracy of ML methods at the cost of training time. Hence, with an increase in sample size, the error decreases proportionally, as each sample represents a lesser time stamp; i.e., while using 60 samples/min, the error observed in the estimation is for the last 3-5 s, whereas in the case of one sample/min, the error observed in the estimation is for 3-5 min. However, the training time is directly proportional to the sample size and increases linearly with an increase in sample size. It was observed from simulations that the training 
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Materials and Methods
Matlab 2014a was used for all the simulations and all the computer code associated with the publication is available to readers (after acceptance). Machine learning toolbox and ANN tool box of Matlab 2014a were the tools used for modeling. Inter (R) Core(TM) 2 Duo with 4 GB memory (RAM) was used for simulations.
Conclusions
An analysis of the performance of different ML approaches that can be applied for LFP batteries and VRB used as SBS was presented in this paper. The charging/discharging profiles of the SBS were predicted using ANN and ensemble learning methods for various scenarios (50th to 1550th cycle in case of LFP and 1000th to 6000th in case of VRB) where the aging of individual cells is either uniform or non-uniform. In the case of LFP, non-uniformity under two scales (φ k = 2 to 2.25 and φ k = 2 to 2.15) was studied, whereas in the case of VRB, only one scale (φ k = 1 to 1.67) was studied. It was observed that the accuracy of ML approaches was not significantly affected by aging and the scale of non-uniformity of the aging process. However, the accuracy depends on the sample size used and the error is usually observed at the last few (3-5) samples irrespective of the sample size. It was also deduced that increasing the sample size would increase the accuracy of ML methods at the cost of training time. Hence, with an increase in sample size, the error decreases proportionally, as each sample represents a lesser time stamp; i.e., while using 60 samples/min, the error observed in the estimation is for the last 3-5 s, whereas in the case of one sample/min, the error observed in the estimation is for 3-5 min. However, the training time is directly proportional to the sample size and increases linearly with an increase in sample size. It was observed from simulations that the training time increases by 20 times (approximately) in the case of ANN models and two times (approximately) in the case of ensemble learning if the sample size is increased from one sample/minute to 60 samples/min. An informed decision on the sample size considering the capabilities of the EMS is imperative while applying ML approaches for predicting the charging/discharging profiles of SBS. Hence, in the case of SBS used for renewable integration and other grid-related applications, ML-based models can be deployed by leveraging existing smart meter data to estimate the charging/discharging profiles with a certain degree of compromise (in terms of sample size and accuracy) and flexibility. Furthermore, no additional cost is imposed on the system and the overhead on the computation is minimal, owing to the fact that the execution of ML algorithms could be carried out in powerful EMS used for managing the overall renewable energy system. Author Contributions: Nandha Kumar Kandasamy, King Jet Tseng and Boon-Hee Soong conceived the idea and designed the methodology; Rajagopalan Badrinarayanan carried out the modeling and simulation of VRB; Nandha Kumar Kandasamy carried out the modeling and simulation of LFP; Venkata Kanamarlapudi RaviKishore simulated the non-uniform aging; Nandha Kumar Kandasamy analyzed the data and all the authors contributed in preparation of the paper.
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